
State of California 
AIR RESOURCES BOARD 

 
EXECUTIVE ORDER VR-302-A 

 
Standing Loss Control Vapor Recovery System for New Installations of  

Aboveground Storage Tanks 
 

WHEREAS, the California Air Resources Board (ARB) has established, pursuant 
to California Health and Safety Code sections 39600, 39601 and 41954, 
certification procedures for systems designed for the control of standing loss 
emissions for aboveground storage tanks in its CP-206, Certification Procedure 
for Vapor Recovery Systems at Gasoline Dispensing Facilities Using 
Aboveground Storage Tanks (Certification Procedure) adopted on May 2, 2008, 
incorporated by reference in California Code of Regulations, section 94016; 
 
WHEREAS, ARB has established, pursuant to California Health and Safety Code 
sections 39600, 39601, 39607, and 41954, test procedures for determining 
compliance with performance standards for standing loss control vapor recovery 
systems; 
 
WHEREAS, Modern Custom Fabrication and Steel Tank Institute (Applicants) 
requested certification of the Standing Loss Vapor Recovery System for new 
installations of aboveground storage tanks (AST) pursuant to the Certification 
Procedure; 
 
WHEREAS, the Certification Procedure provides that the ARB Executive Officer 
shall issue an Executive Order if he or she determines that the standing loss 
control vapor recovery system for new ASTs conforms to all of the applicable 
requirements set forth in the Certification Procedure; 
 
WHEREAS, I, James N. Goldstene, Executive Officer, find that the Applicants’ 
Standing Loss Vapor Recovery System conforms with all requirements set forth in 
the Certification Procedure and results in a vapor recovery system which shall not 
exceed 0.57 pounds of hydrocarbons per 1,000 gallons of ullage per day when 
tested pursuant to TP-206.1, Determination of Emission Factor for Standing 
Loss Control Vapor Recovery Systems Using Temperature Attenuation 
Factor at Gasoline Dispensing Facilities with Aboveground Storage Tanks, 
May 2, 2008; 
 
NOW, THEREFORE, IT IS HEREBY ORDERED that the Applicants’ Standing 
Loss Vapor Recovery System is certified not to exceed 0.57 pounds of 
hydrocarbon per 1,000 gallons of ullage per day when installed, operated, and 
maintained as specified herein and in the following exhibits.  Exhibit 1 contains an 
equipment list of the certified components.  Exhibit 2 contains the performance 
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standards and specifications and typical installation drawings.  Exhibit 3 contains 
the manufacturing performance standards and specifications. Exhibit 4 contains 
the Standing Loss Control Vapor Recovery System warranty. 
 
IT IS FURTHER ORDERED that compliance with the applicable certification 
requirements, rules and regulations of the Division of Measurement Standards of 
the Department of Food and Agriculture, the Office of the State Fire Marshal of the 
Department of Forestry and Fire Protection, and the Division of Occupational 
Safety and Health of the Department of Industrial Relations, are made conditions 
of this certification. 
 
IT IS FURTHER ORDERED that the manufacturers of components listed in 
Exhibit 1 shall provide a warranty to each of their components certified herein.  
The warranty shall be passed on to each subsequent purchaser within the 
warranty period.  The warranty shall include the ongoing compliance with all 
applicable performance standards and specifications and shall comply with all 
warranty requirements in Section 17.5 of the Certification Procedure.  
Manufacturers may specify that the warranty is contingent upon the use of trained 
installers.   
 
IT IS FURTHER ORDERED that the certified Standing Loss Vapor Recovery 
System shall be installed, operated, and maintained in accordance with ARB 
Approved Installation, Operation, and Maintenance Manual.  A copy of this 
Executive Order and the ARB Approved Installation, Operation and 
Maintenance Manual for Standing Loss Control Vapor Recovery System for 
New Installations of Aboveground Storage Tanks shall be maintained at each 
Gasoline Dispensing Facility (GDF) where a certified Standing Loss Vapor 
Recovery System is installed. 
 
IT IS FURTHER ORDERED that equipment listed in Exhibit 1, unless exempted, 
shall be clearly identified by a permanent identification showing the manufacturer’s 
name, model number, and serial number.   
 
IT IS FURTHER ORDERED that any alteration in the equipment parts, design, 
installation, or operation of the system certified, hereby is prohibited and deemed 
inconsistent with this certification, unless the alteration has been submitted in 
writing and approved in writing by the Executive Officer or Executive Officer 
delegate. 
 
IT IS FURTHER ORDERED that the following requirements are made a condition 
of certification.  Any testing including the testing of the Pressure/Vacuum (P/V) 
vent valve will be at the option of the local districts.  Notification of testing, and 
submittal of test results, shall be done in accordance with local district 
requirements and pursuant to the policies established by that district.  Alternative 
test procedures, including the most recent versions of the test procedures listed 
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above, may be used if determined by the Executive Officer or Executive Officer
delegate, in writing, to yield comparable results. Testing the PressureNacuum
(PV) Vent valve will be at the o'ption of the local districts. If PN valve testing is
required by the district, the test shall be conducted in accordance with TP-201.1 E,
Leak Rate and Cracking Pressure of PressureNacuum Vent Valves
(October 8, 2003) and Exhibit 2.

IT IS FURTHER ORDERED that the Standing Loss Vapor Recovery Control
System shall be compatible with gasoline in common use in California at the time
of certification. The Applicants' Standing Loss Control System is not compatible
with gasoline that has a methanol content greater than 5 percent, an ethanol
content greater than 10 percent, or a methyl tert butyl ether (MTBE) content
greater than 15 percent. Any modifications to comply with future California
gasoline requirements shall be approved in writing by the Executive Officer or
Executive Officer delegate.

IT IS FURTHER ORDERED that the certification of the Standing Loss Control

Vapor Recovery System is valid through May 1, 2013.

IT IS FURTHER ORDERED that this Executive Order shall apply to a rlew
installation or a major modification of an aboveground storage tank.

Executed at Sacramento, California, this ---2- day of __tpa~:!_..L- 2009.

Attachments:

Exhibit 1
Exhibit 2
Exhibit 3
Exhibit 4

Equipment List
System Specifications
Manufacturing Performance Standards and Specifications
Standing Loss Control Vapor Recovery System Warranty
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Exhibit 1                                          
 Equipment List 

 
 
Equipment                                              Manufacturer/Model Number 
 
A.  Pressure/Vacuum Vent Valve Husky 5885 
 (Figure 1A-1) 
 
 Protected Aboveground               Modern Custom Fabrication       

Storage Tanks                                     SuperVault Model MH 
  Serial Number 1XXXXX 
  where X = number from 0 - 9                            
  (Figure 1A-2) 
 
 
 
B.  Pressure/Vacuum Vent Valve Husky 5885 
 (Figure 1A-1) 
 
 Protected Aboveground Steel Tank Institute 
 Storage Tanks Fireguard Protected AST 
  Serial Number XXXXXX 
  where X = number from 0-9 
  (Figure 1A-3) 
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Figure 1A-1 

Husky 5885 Pressure/Vacuum Vent Valve 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Model 
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Figure 1A-2 
Modern Custom Fabrication 

SuperVault MH Series Protected Above Ground Storage Tanks 
 

 
 
 

 

Label – Metal 
plaque mounted 
to AST 

Model “MH”  

“Serial Number:: 
1XXXXX” where 
X=number from 0 to 9 
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Figure 1A-3 

Steel Tank Institute 
Fireguard Protected Above Ground Storage Tanks 

 
 

 
 
 
 
 
 

 
 

“Serial Number: 
XXXXXX” where 
X= number from 0-9 

Fireguard name plaque   

Sticker attached to 
Fireguard AST 

Manufacturing plant 
plaque not required on 
Fireguard  Protected AST   
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Exhibit 2 
System Specifications 

 
This Exhibit contains the installation, maintenance and compliance standards 
and specifications applicable to new installations of the Standing Loss Control 
vapor recovery systems installed in gasoline dispensing facilities (GDF) using 
aboveground storage tanks (AST). 
 
General Specifications 
 
1. All Standing Loss Control Vapor Recovery System for ASTs shall be installed, 

operated, and maintained in accordance with the ARB-Approved 
Installation, Operation, and Maintenance Manual for New Installations of 
Aboveground Storage Tanks. 

 
2. Any repair, removal, or replacement of system components shall be done in 

accordance the ARB-Approved Installation, Operation, and Maintenance 
Manual for the Standing Loss Control Vapor Recovery System for New 
Installations of Aboveground Storage Tanks. 

 
3. The Standing Loss Control system shall comply with the applicable 

performance standards and specifications in CP-206. 
 
Installation of Standing Loss Control Vapor Recovery System for ASTs 
  
New AST Installations 
 
Refer to ARB-Approved Installation, Operation, and Maintenance Manual for 
the Standing Loss Control Vapor Recovery System for New Installations of 
Aboveground Storage Tanks. See Figure 2A-2 for sample installation form. 
 
Maintenance for New ASTs 
 
1. Each GDF owner/operator shall keep records of maintenance performed at 

the facility.  Such record shall be maintained on site or in accordance with 
district requirements or policies.  Additional information may be required in 
accordance with district requirements or policies.  The records shall include 
the maintenance or test date, repair date to correct test failure, maintenance 
or test performed, affiliation, telephone number, name of individual conducting 
maintenance or test.  An example of a Standing Loss Control Maintenance 
Record is shown in Figure 2A-3. 

 
2. Maintenance shall be conducted in accordance with the maintenance section 

of ARB-Approved Installation, Operation, and Maintenance Manual for 
the Standing Loss Control Vapor Recovery System for New Installations 
of Aboveground Storage Tanks. 
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Compliance Requirements for New AST Installations 
 
A.  Pressure/Vacuum Vent Valves for Aboveground Storage Tank Vent Pipes 
 

1.  No more than three certified pressure/vacuum (P/V) vent valves listed in 
Exhibit 1 shall be installed on any GDF AST system. 

 
2.  Compliance determination of the following P/V valve performance 

specifications shall be at the option of the districts: 
 

a.  The leak rate of each P/V valve shall not exceed 0.05 cubic feet per 
hour (CFH) at 2.00 inches of H2O positive pressure and 0.21 CFH     
at -4.00 inches of H2O negative pressure as determined by TP-
201.1E, Leak Rate and Cracking Pressure of Pressure/Vacuum 
Vent Valves (October 8, 2003).   

 
b.  The positive pressure setting is 2.5 to 6.0 inches of H2O and the 

negative pressure setting is 6.0 to 10.0 inches of H2O as determined 
by TP-201.1E, Leak Rate and Cracking Pressure of 
Pressure/Vacuum Vent Valves (October 8, 2003). 

 
3.  A manifold may be installed on the vent pipes to reduce the number of 

potential leak sources and P/V valves installed. Vent pipe manifolds shall 
be constructed of steel pipe or an equivalent material that has been listed 
for use with gasoline. If a material other than steel is used, the GDF 
operator shall make available information demonstrating that the material 
is compatible for use with gasoline. One example of a typical vent pipe 
manifold is shown in Figure 2A-1. This shows only one typical 
configuration; other manifold configurations may be used. For example, a 
tee may be located in a different position, or fewer pipes may be 
connected, or more than one P/V valve may be installed on the manifold. 

 
4.   Each P/V valve shall have permanently affixed to it a yellow or gold-

colored label with black lettering stating the following specifications: 
 

 
Positive pressure setting: 2.5 to 6.0 inches H2O 
Negative pressure setting: 6.0 to 10.0 inches H2O 
Positive Leakrate: 0.05 CFH at 2.0 inches H2O 
Negative Leakrate: 0.21 CFH at -4.0 inches H2O 

 
Table 2-1 

 
Gasoline Dispensing Facility Compliance Standards and Specifications 
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Component Test Method Standard or Specification 

P/V Valve1 TP-201.1E 

Positive pressure setting: 2.5 to 6.0 inches H2O 
Negative pressure setting: 6.0 to 10.0 inches H2O 

Positive Leakrate: 0.05 CFH at 2.0 inches H2O 
Negative Leakrate: 0.21 CFH at -4.0 inches H2O 

1 Compliance determination is at the option of the District 
 

Table 2-2 
 

Maintenance Intervals for Standing Loss Control System Components 
(Reference Exhibit 1 for a list of certified components) 

 

Manufacturer Component Maintenance Interval 

Husky P/V Vent Valve Annual* 

Modern Custom 
Fabrication 

Protected AST Weekly* 

Steel Tank Institute Protected AST Periodically/Monthly* 

 
 
*  See ARB Approved Installation, Operation, and Maintenance Manual for 
the Standing Loss Control Vapor Recovery System for New Installations of 
Aboveground Storage Tanks for more details
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Figure 2A-1 

Pressure/Vacuum Vent Valve Manifold Example 
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Figure 2A-2 
Example of a GDF Standing Loss Control Installation Form 

 

AST Manufacturer 
Model 

Serial Number 

Product Purchase 
Date and Quantity 

of Product 
Purchased 

Date of 
Application 

Name and Contact 
Information of 

Person/Company Installing 
P/V Valve and/or AST 
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Figure 2A-3 
Example of a GDF Standing Loss Control Maintenance Record 

 

Date of 
Maintenance/ 

Test/Inspection/
Failure 

Repair Date 
to Correct 

Test Failure 

Maintenance/Test/Inspection 
Performed and Outcome Affiliation 

Name and Contact 
Information of 

Person/Company 
Conducting Maintenance or 

Test(s) 
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Exhibit 3 
Manufacturing Performance Standards and Specifications 

 
The Standing Loss Control Vapor Recovery System and all components shall be 
manufactured in compliance with the performance standard and specifications in 
CP-206, as well as the requirements specified in this Executive Order.  All 
components shall be manufactured as certified; no change to the equipment, 
parts, design, materials or manufacturing process shall be made unless 
approved in writing by the Executive Officer.  Unless specified in Exhibit 2 or in 
the ARB approved Installation, Operation and Maintenance Manual for the 
Standing Loss Control Vapor Recovery System for New Installations of 
Aboveground Storage Tanks , the requirements of this section apply to the 
manufacturing process and are not appropriate for determining the compliance 
status of a Gasoline Dispensing Facility (GDF). 
 
Pressure/Vacuum Vent Valve of Aboveground Storage Tank Vent Pipes 
 
1. Each Pressure/Vacuum Vent Valve (P/V valve) shall be performance tested 

at the factory for cracking pressure and leak rate at each specified pressure 
setting and shall be done in accordance with TP-201.1E, Leak Rate and 
Cracking Pressure of Pressure/Vacuum Vent Valves (October 8, 2003). 

 
2. Each P/V valve shall be shipped with a card or label stating the performance 

specifications listed in Table 3-1, and a statement that the P/V valve was 
tested to, and met, these specifications. 

 
3. Each P/V valve shall have permanently affixed to it a yellow or gold label with 

black lettering listing the positive and negative pressure settings listed in 
Table 3-1.  The lettering of the label shall have a minimum font size of 20. 

 
Modern Custom Fabrication SuperVault Model MH Protected Above Ground 
Storage Tanks (SuperVault) 

 
1.  All primary and secondary walls on the SuperVault ASTs will be constructed 

with a minimum 3/16” thick steel and contain a 6” interstice (interior wall 
space).  The 6” interstice will be filled with a light weight concrete mixture per 
manufacturer’s specifications.  
 

2.  All SuperVault ASTs will be tested during the fabrication process by applying 
five p.s.i. of positive pressure internally and externally applying a leak 
detecting solution to all seams and joints.  This test is performed on both the 
primary and the secondary tanks per manufacturer’s specifications. 
 

3.  An ultrasonic paint test will be conducted to ensure that the final paint 
thickness (mil) meets factory specifications. 
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4.  All SuperVault ASTs will be affixed with a brass data plate indicating the 
manufacturer, model, serial, and the “SwRI” logo indicating compliance with 
other national standards  
 

5.  A quality control inspector will conduct the final visual check on the 
SuperVault AST before delivery. 
 

Steel Tank Institute Fireguard Protected Above Ground Storage Tanks 
(Fireguard) 
 
1. All primary and secondary walls on the Fireguard Protected ASTs will be 

constructed with a minimum 1/8” (10 gauge) thick steel and contain either a 3” 
or 6” interstice (interior wall space).  The interstice will be filled with a 
propriety concrete mixture per manufacturer’s specifications. 

 
2.  All Fireguard Protected ASTs will be tested during the fabrication process by 

applying 1.5” to 5” of positive pressure to the primary as well as the interstice 
to verify the leak integrity per manufacturer’s specifications. 

 
3.  All Fireguard Protected ASTs will be affixed with the “Fireguard” logo 

indicating the Protected AST series.  Also, a separate vinyl adhesive sticker 
will be on each Fireguard Protected AST indicating the serial number.   
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Table 3A-1 
Manufacturing Performance Standards and Specifications 

 

Component Test Method Standard or Specification 

Pressure/Vacuum Vent 
Valve 

TP-201.1E 

Positive pressure setting: 2.5 to 6.0 inches H2O 
Negative pressure setting: 6.0 to 10.0 inches H2O 

Positive Leakrate: 0.05 CFH at 2.0 inches H2O 
Negative Leakrate: 0.21 CFH at -4.0 inches H2O 

Modern Custom 
Fabrication SuperVault 

Model MH 

Manufacturer’s 
QA/QC 

Leak test on primary and secondary tank 
Ultrasonic paint test 

Brass data plate indicating AST specifications 
Steel Tank Institute 
Fireguard Protected 

AST 

Manufacturer’s 
QA/QC 

Leak test on primary and secondary tank 
Vinyl adhesive sticker indicating model and serial 

number 
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Exhibit 4 
Standing Loss Control Vapor Recovery System Warranty 

 
This limited warranty is given by Standing Loss Control System manufacturer to 
the purchaser of the system or products.  Standing Loss Control Systems or 
products are warranted to be free from defect in material and workmanship under 
normal use, service, proper installation, and maintenance per manufacturer 
specifications. 
 
A. Husky pressure/vacuum vent valve 5885 
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B. Protected Aboveground Storage Tank (AST) 
 

1. Modern Custom Fabrication - SuperVault Model MH Protected AST 
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2. Steel Tank Institute - Fireguard Protected Aboveground Storage Tank 
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